ORDINANCE NO. 1572

AN ORDINANCE apopTING THE "UNIFORM FIRE CODE
1991 EDITION", AND THE APPENDIXES I-A, I-B, I-
II-A, 11-B, I1I-C, II-D, II-E, III-A&, III-C, II

D, IV-A, IVv-B, V-A, VI-AR, VI-B, VI-D THERETO, WHICH
CODE PROVIDES REGULATIONS GOVERNING THE CONDITICNS

-

i

b b
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HAZARDOUS TO LIFE AND PROPERTY FROM FIRE OR EXPLOSION;
REPEALING SECTIONS 15.20.010 THROUGH 15.20.480
INCLUSIVE OF THE CODE OF THE CITY OF DI AND ALL OTHER
ORDINANCES AND PARTS OF ORDINANCES IN CONFLICT
THEREWITH.

A a a

BE IT ORDAINED BY THE LODI CITY COUNCIL.

Section 1. Section 15.20.010 through 15.20.480 inclusive of
+he Code of the City of Lodi is hereby repealed and is superseded
and replaced by new sections 15.20.010 through 15.20.450
inclusive as hereinafter set forth.

Section 2. There is hereby adopted new Sections 15.20.010
through 15.20.450 of the Code of the City of Lodi to read in full

as follows:

15.20.010 ADOPTION

The provisions set forith in the "Uniform Fire Cocde, 1991
Edition", together with the zppendixes I-A, I-B, I-C, II-A,
IT-B, II1-C, II-D IT-®, III-p, III-C, III-D, IV-A, V-&,
VI-2, VI-B, VI-D thereto, are hereby adopted as the fire
prevention code of the city The fire prevention code of
the city shall apply in all matters pertaining to storage,
handling and use of hazardous substances, materials and
devices: and to conditions hazardous to life and property in
the use or cccupancy of buildings or premises within the
city

15.20.020 AMENDED BY ADOPTION OF 1992 SUPPLEMENT
The "Urnifcrm Fire Code, 199! Edition" is hereby amended
Ly zdopting the 1992 Supplement *to the Uniform Codes
relating to the Uniform Fire Code, Uniform Fire Code
Zprend znd the re Code Standards, az promulgated by the
Tnternaticnal Co rence of Building Officials and the
Western Fire chiefs Association, znd by this reference is
macde & part of t ordinance with the force and effect zs=



though set out herein in full
15.20.030 BUREAU OF FIRE PREVENTION

The Bursazu of Fire Prevention is established in the

Fire Department cf the Citv of Zodi and which shall be
operate? under the supervision cf£ the chief of the
departmen’ The Bureau of Fire Prevention shall
enforce ard is authorize6 to issue suckh orders or
netices as may be necessary for the enforcement of the
Uniform Fire Code, Nztionz! Fire Codes and where
~cessary and appropriate. any fire or life safety

sectiocs cf the Cglifornia Heazlth and Safety Code,

2¥iforoic Penal Code. and all other city, county or state
fire or life safety related. laws or codes not specifically
covered irn any part of this code.

15.20.040 JURISDICTION DEFINED

Wherever ke word "jurisdiction™ is used in the Uniform
Fire Code it shz!l mean the City of Lodi.

15.22.050 SECTION 2.101(i) ADDED RESPONSIBILITY FOR

ENFORCEMENT
Section 2.102(2) of the "Unifcrm FPire Code, 1991 Edition'™ adopted
Section 1°5.20.010 is added tc read as follows:

he apprehen5|on detention =nc prosecction of those persons
cund te be in viclation of the arson, explosive and fire
Ca

insurance frszud sections of the 1iforniz Penal Code.

15.20.060 SECTION 2.1c2(%) ADDED FIRE PREVENTION BUREAU-
ARSON INVESTIGATORS

102k of the "Uniform Fire Code, 1891 Edition®™ adopted
n 15.70.010 28 added to re==c as fTollows:

“

All swern membem aSS;QEe tc the FiIre Prevention Bureau are

Loy gigned as Rrson wesztigators and as such shall
enforce e grovigions of - California Penal code as it
sert»=-= to arson,

15.20.070 SECTION 2.105 AMENDED AUTHORITY OF FIRE
PERSONNEL TO EXERCISE
POWERS OF POLICE OFFICER

S 10F mf fhe "Unifeorr vive Code. 1991 Edition™ adopted by
JELZLDL0I0 15 = C i oWE
“ne Fire Chief zrn? mermber= of the Fire Preveniion Bureau

e officerse z¢ descrohed in Section 830.37 of
*he Czliforniz Penal ccde.



15.20.080 SECTION 2.303 AMENDED APPEALS

Section 2.303 cf the "Uniform Fire Code, 1991 Edition' adopted by
Section 15.20.010 amended tc read as follows:

Whenever the Fire Chief disapproves an application
refuses to grant a permit applied for, or when 1t is claimed

that the provisions of the fire prevention code do not apply
or that the true intent and meaning of the fire preventTor

code has been misconstrued or wrongly interpreted, the
applicant may appez! from. the decisior of the Fire Chief to
the City Council within thirty days from the date of the
decision appealed.

15.20.090 SECTION 3.101 AMENDED VIOLATION

Section 3.10: of the "Uniform Fire Code, 1991 Edition"™ adopted by
Section 15.20.010¢ is amended to read as follows

No person, whether as owner, lessee, sublessee or occupant.
shall use, occupy or maintain any occupancy, premises. oOr
vehicle or cause or permit the same tc be done, contrary to
or in violation of any of the provisions of this fire code
or any lawfu! order issued by the Fire Chief or his
suthorized representatives under this chapter. Any person
violating the provisions of this section i= guilty of a
misdemeancr for each day such viciation continues.

15.20.100 SECTION 4.107(£) ADDED REVOCATION, SUSPENSION
DENIAL

Section C 5f the "Uniform Fire Ccde, 1992 Edition"™ adopted
Section 15.20.010 is added to read as follows:

The Fire Chief further shall have the power to revoke, suspend,
or deny the granting of any permit required pursuant to the
provision of the Code for any of the fcllowing reasons:

When deemed peceszary for the protection of

14if limb, or property: or
{b) Fo viclation Of any provisions of this
Code; or
no~ skanging the gccupaney, eguipment
materizls. processe cr other conditions
a : as tc create greaLer

dancer of fire or exviacsicn cr less
: was znrezent at the

of : wce ¢f such permits,



18.20.11¢0 SECTION 4.109 ADDED NEW MATERIALS, PROCESSES
OR OCCUPANCIES

Section 4.109 of the "uniform Fire Code, 1391 Edition' adopted by
Section 15.2¢.¢10 is added tc read as follows:

The City Manager, Fire Chief and Fire Marshal shzll act as =
committee to determine and specify after giving affected
persons an opportunity to be heard, any rnew materials,
precesses oceupancies, which shall require permits, in
addition to those now enumerated in the Code. The Fire
Marshal shail! post suck list In a conspicuous place in his
office and distribute copies thereof to interested persons.

15.20.120 SECTION 9.105 AMENDED  DEFINITION

Section 2.105 of the "“Uniform Fire Code, 13%2 Edition™ adopted by
Section :15.20.010 is amended tc read as fcllows:

CENTRAL STATION shall mean any u.L. listed office ¢r station
where person(s) monitor and/or receive emergency signals
from alzrm systems, and thereafter, relay messages from such
signals by live voice to the City of Lod: Police/Fire
Dispatch Center.

15.20.130 SECTION 10.204(a) AMENDED  DIMENSIONS

Section 10.204(z) et the "Uniform Fire Code, 1221 Edition"
adopted hy Section 15.20.21¢ is amended to read as follows:

Fire apparatus access roads shall! have an unobstructed width
of »ot less than 24 feet 2nd zr unohstructed verticz]
clearance of not 1e== than 13 feet ¢ inches.

road skal! bHe not less than 24 feet.

Vertical clearances Or widths shall be increased when, i
the cpinicn of the chief. vertical clearances or widths zre
not adequate to provide fire zpparztus access.

15.20.140 SECTION 10.204(%) AMENDED SURFACE
Section 1€ ‘(b)) cf the "unifcrm Fire= Code, 1991 Edition™
adopted Section I%.20.020 18 amended to vead as follow:s
= 2d s E be nd maintzinec
1 z the imposed loads of fire appar and 12
rermanent sur face of asphalt cr cone: ete
at 1-4 =c= and Fire



C180 SECTION 10.301(a) AMENDED PREMISES
IDENTIFICATION

-n 20.z2027z0 of the "Uniform rire Code, 1991 Edition™

ad by Secticn 15,720,010 1S amended to read as follows:

Approved rumber= cor addresses shall be placed on all new and

ewisting ':f"ii;; INn such a position as to be plainly

visible zvnd lecible from the street or road fronting the
ropert Said numbers shall contrast with their

backgreound.

The approved minimum Size dimensions OF the numbers shall be
as specified by Table 1

N%@fe a building IS set back from the street or road
ntinc *he property and where addresses may not be clearly
Aae“t‘L¢an due to distance from the Street or roadway,
lzndscape and architectural appendages, or other
obstructiong. =ddress posting shall be required both at the
street driveway serving such building and on that building.

TABLE 1
Distance to Building Address Size
From Ba f Wa Height
25 Feet 3 INCHES
26-40 Feet 5 INCHES
41-55 Feet 9 INCHES
OVER 55 Feet 12 INCEES
20.16¢ SECTION 10.301(c) ADDED PREMISES IDENTIFICATION-
REAR
f the " £ F Code, 1991 Edition"
ed lent z oY 7,W2éf;*cj ; =
;£ n a locatior



15.20.170 SECTION 10.301(d) ADDED PREMISES IDENTIFICATION-
MULTIPLE DWELLING UNITS

Section 10.301{(43) of the "Uniform Fire Code. 1%¢1 Editiocn"
adopted by Section 1° . 20.010 is added to read zs follows:

An approved diagram of tke premises which clearly :indicates
all individual addresses cf each unit In the complex shail
be erected at the entrance driveways to every multiple
dwelling complex having more than one tuildinz or the
premises or when required by the Fire Chief.

In addition, the Fire Chief may require that individual
buildings on the premises be identified in an approved
manner .

15.20.180 SECTION 10.302 (a) ADDED HMMP BOX

Section 10.302 (a} of the "Uniform Fire Code. 19%! Edition"
adopted by Section 1%.20.01¢ s amended to read as follows:

When a business which handles hazardous materials 1is
required to complete a hazardous materials Management =l:n
the Chief may require the installation of a secured box at
the primary facility entrance contairing = copy OF ¢
Hazzrdous Materials Management Plan. This box shall be
waterproof and capable of holding the document in a rolled

itiorn witheout Folding. Other characteristics of the box
shall be approved -+ the Chief.

Businesses which hand! e acutely hazardous material as
defined In section 25522 of the Health and Safety Code shall
install a Hazardous V¥azterial Management Plan EBox In
accordance w:ith: this section.

15.20.19¢C SECTION 6.501 (d ADDED FIRE EXTINGUISHERS
g n 10 d £ *he "Uniform Fire O 10 vditior
adopted Secti 5.20.0 = added to read as follows




15.20.200 SECTION 10.507(c)3 DELETED AUTOMATIC FIRE
EXTINGUISHING SYSTEMS

Sectlon 10.5070¢)2 of the "“Uniform Fire Code, 1991 Edition""
3 d by Section 15.20.010 1s deleted

15.20.210 SECTION 10.507(d) DELETED AUTOMATIC FIRE
EXTINGUISHING SYSTEMS

5%
n
¥
P ad
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10.507(d) of the ""Uniform Fire Code, 2922 Edition"
sv Sectior =.20.010 1S deleted.

15.20.220 SECTION 10.507(1) ADDED AUTOMATIC FIRE
EXTINGUISHING SYSTEMS

Section .0.50701) of the ""Uniform Fire Code; 19%1 Edition"
adcpted by Section 15.20.01C is added to read as follows:

addition to the requirements speC|f|ed in Sections 10. 507(&‘
gh 10.507(h automatic sprinkler systems shall be installed
and mzintained In an operable condition i1n the following
-t<ors and in the following buildings hereafter constructed,
remodeled or changed inn occupancy regardless of the instal lation
of arez separatiocn walis:

Every bHu:!7ing hereafter constructed in which the total
flocr area iIs 6,000 square feet or more.

(2% Everv huildinc hereafter constructed of three or more
=tor-e= as defined in the Uniform Building Code.

3)  Eve building nereafter remodeled when the cost
zccurulative cost of remodeling exceeds £ 100,000.00
and “he *otal flocr srez is 6000 square feet or more

Remodeling IS considered to occur when the first
alteration Of z2nv wzil ceiling, floor or other
structural part <f the building commences, whether or
nct that alteraticrn affects the external dimensions of

~ueture The «c=* accumulation shall be

lzted from the dazte of the first sprinkler
mh e o0 non 0o wel-=+-on shall be based orn Building
Vel ion Datsz pubklished by the Internationszl

rence OF Buildine oOfficials.
s fieztion and tre . - flpor ares IS 6 000 sguarse
feet or more The character of the occupancy of
- : : huildings = . chang fect to the
& Fire Chie and the bu--&;ug may b«

r ces in other groups without



§]]

conferming tc the requirements of this paragraph for
those groups, prcvided the new or proposed usze IS less
hazardous, based o»n !ife and fire risk, than the
existing use.

o
A
et

This section shall not preclude or alter the intent of
the Uniform Building Code, Section 508. Fire resistive
substitution,

Buildings constructed for speculation purposes or buildings
constructed without knowledge of occupancy clagsification
shall have a sprinkler system inst=zlled to meet the design
criteria cf Ordinary Hzzard Group 2 as identified in the

NPPA 16¢1 standards.

Exceptions: Buildings divided into areas not greater than
6,000 square feet by arez separations walls of not less than
2-hour fire-resistive construction provided that:

a. Walls are constructed without openings and without
penetrations for ducts.

2., No avenues exist that would allicw fire, heat o
smoke spread between divided areas.

2

18
bt
ha

c. The location of the fire wall is clearly marked
identified o the exterior of the building ir a
manner approved by the Fire Chief.

d. The fire wall is identified in the Interior =f the
building in a manner approved by the Fire Chief.

€. Bn 8 1/2-inch by li-inch site
,nd cat;pﬁ the location of the

Pl
E

lan is submitted
flL

re wall In the

The vce of- this exception may be denied or revoker! Ly the
Fire Chief fcr due cause.

Por the purposes of zpolvicc this section, ezch porticr of a
building separated by one or more zrea separation walls
shall not ke cons:dered a separates' building.

23
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20.240 SECTION 11.203 AMENDED OUTDOOR FIRES PROHIBITED

ztion 11.203 of the ""Uniform Fire Code, 1%%1 Edition"" adopted

Section :%.70.010 IS added +- read as follows:

person shall kindle or maintain any outdoor fire within the
£ the city of Lodi, except that this section shall not
those fires that are approved by the Fire Chief for the

PUrposes.
a. The prevention of a fire hazard which cannot be abated
by other means.
b. The instruction of public employees in the methods of
ficht ng fire.
c. The instyuction of employees in methods of fighting
flre when such flre is set, pursuant to permit, on
us: -1 purposes.
g The setting hackfires necessary to save life or
5 le property pursuant to Section 4426 of the rublic
Rescurce Code.
«. The abatement of fire hazards pursuant to Section 13355
of the Health. and Safety Code.
f. ) or pest prevention. where there iIs an immediat
need arnd nc reasonable alternative to burning.
Nothing in ¢ section shall be construed as prohibiting
open out - fires used only for cooking food for human
consumption where such use is accomplished in an approved
fireplace barbecue pit, o for recreational purposes in
ved by the Fire Chief, provided that the
combustikle e ] clear dry wood or charcoal.
20,280 SECTION 11.20¢ LDDED CONSTRUCTION SITES
206 of the "Unifcrm Pive e, 1991 Edition" adopter”
15.20.210 1S added to r==2 == Tollows:
fires =17 be permitted to hurn on any construction site
IOT ar - This zection IS not to prohibit the use of
= e ‘s producing = flame when used in an approved
Manner necessary for the zoretructicn of the burlding.

~TTON 11.304 DELETED PARADE FLOATS

- N T = P AT S R 1 |



15.20,270 SECTION 11.305 ADDED ALLEYS TO BE KEPT CLEAN

Section cf the "Uniform Fire Code, 1991 Edition' adopted
Sechion "0 is added to read as follows:

person owning or Occupying or having the possession o:
centro} of any property bordering on any public alley 1In the
City of Lodi shall fail, refuse or neglect to keep that
vortion of such alley between the csnterline thereof and the
property :ine of such property free from accumulations of
waste wazper haw, grasz straw weeds, litter or combustible
or Flammable waste material, waste petroleum products or
rubbish of any kind.

15.20.280 SECTION 11.3086 ADDED HOUSEKEEPING AND FIRE
NU ISANCE

Se~ticn .306 of the "Uniform Fire Code, 1991 Edition'™ adopted

by Section 010 iz added to read as follows:

-

Bl bU|Id|ngs and premises shall be maintained In good
& -~ = clean and crder! -rner, free From any
On(lt orn that presents a fire hazard or a condition which
contribute to the rapid spread of fire.

15.20.290 SECTION 11.307 ADDED ELECTRICAL DISCONNECT
ion 11.307 of the "Uniform rire Code, 1991 Edition"" adopted
ection 15.20.010 is added tc re=d as follows:

vroviding electrical service through more than

one (l} serV|ce meter or through multiplg service
‘ have =z<% mzirn electrical disconnect

lc:e,t fied IN a manner approvad by the chief indicating
aress or served,
.20. 300 SECTION 11.306  ADDED GAS DISCONNECT
3 of "Uni 7= Code, 1391 Edition™ adopted
: w2 gas service through more
that service meter o through multiple service
shall L= 1ividus! gas shut-offs Identified
s ! hief Indicating areas or units
served
1ro2e SECTION 14.1° DDET REGULATED SYSTEMS

of thke ""Uniform rire Code, 13%1 Edition" adopted
0. ( IS added. to read as follows:

nppendisx I111-¢ OfF the "Unlform Fire Code, 1991 Edition"
1 to al7 =i rinkle Systems Standpipes and

'“.l
Yy



Combination Systems Instal’ed. regardless 3if the system was
installed as a requirement of any code or not. The date of
installation -r the date -7 an approved inspection
conforming to the requirements of Appendix 111-¢ shall be
used when applyine interval periods.

15.20.320 SECTION 25.115 AMENDED LIGHTED CANDLES AND OTHER
OPEN FLAME DEVICES

Section 25.115 o the "“Uniform Fire Code, 1%%1 Edition" adopted
by Section 15.20.01¢ is amended to read as follows:

No perseor shill place o~ maintain, cr permit tc be »lzced or
maintained, any lighted candle on zny tree or shrul, or use
-+ maintain any candle or other open flame device 1IN any
buﬁ;ﬂlrc or place in such a manner z:= t~ create a hzz=2 to
ife or property as determined by the Fire Chief.

~ : AE 1 c ey 4 £ Tirye Chade 166 Fadition™ zdonted
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SECTION 79.111  AMENDED OPERATING HEATING,
LIGBTING, COOKING
APPLIANCES

(05
n

of the "Uniform Fire Code, 1651 Edition" adopted
010 is amended tc ~ez=d as follows:

ket

lighting cr cooking appliances which utilize Class
=hz=17 not be operzted withirn any building or

15.20.370 SECTION 79.116{(g) ADDED STORAGE OF TANXS

Edition"
follows:

from the ground and
service shall be
7 an approved

The Fire Chief mav limit 1 g of flammable liguid
tanks that are stored on any p g

The steorage of tanks shall be z2s zpproved by the Fire Chief
15.20.38¢C SECTION 79.501 LIMITS STATIONARY TANK STORAGE,

ERBOVEGROUND OUTSIDE OF
BUTLDINGS

: 79.501 of the
by Section 15.
Class II ligui
'dings is prohi
M, M-1 and M-2
regulations of

15.20.39¢C SECTION 7° IARL ENCLOETURES
Sec 02c of the 291 Edition" adopted
5.20.020 is cllows:

I

1y

[x




2. Sides, top ard bottom of the enclosure
shall be cf reinforced concrete at least 6 inches thick.
with openings £ imspecticn through the top oo v,

3. Tank connections shall be sc piped o clased thet
neither vapors nor liguid can escape into the enclozed
space.

4. MeanH stall be provided whereby
Fe

may be emploved tc dlscharge to the out ide any vapors
might zcocumulate should leakage occur.

5. Tanks co T or III-2 liguids
providing storag enclosure in a building
cr in an cutside I enclosure ghall not
exceed 1100 gall 1100 gallons aggregate
per parcel
The storage of Class I, I or III-A flammable oz
combustible liguids within a special enclos il

i i d special enclos ik
o) d M-2, uc

Outs ial enclosures shall have tanks
encl oncrete at least 6 inches thick and
shal Underwriters L
Spec

egquipped with & closure designed so

Outs pecizl e
feet ¢ oY com
=7 stance
t ipment

bk )

D
n
s :Q_e

Ele cc Sectic
79 the

ne devie = v +o Section 79-902+~ of
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ver+s shall ne==t & requirements of Section 72.604 of the
"Urn:form ®ire Code, 15¢l Edition™

Portabls fire extinguishers with a minimum classification of
28, 20B:C sha!l be provided and so located that it will be
not more than 75 feet from any pump.

= conspicuous sign prohibiting smoking, and requiring the

motor to we =hut off during fueling operations shall be
posted.
thoveg:cund special enclosures =hall display a flammable

:1;rar6 or. both sides of the special enclosure on opposite
s he type and material stored shall also be
dlsplayed directly below the flammable placard.

The grade of the land shall be such that a fuel spill will
not “rz:n te = storm drain, building or other exposure.

™ 4

- =gainst pl ! d=mage ghall be provided as
required by the Five Chlef

1% 20.400 Section 75.903(=) AMENDED ABOVEGROUND TANKS

ion 7¢.%0302) of the ""Uniform Fire Code, 1321 Edition"
ted by Ssction 15.20.010 is amended to read as follows

Class 1 and Class 1! liquids sha!l not be dispensed into the
fuel tenk of a motor vehicle fvom aboveground tanks.

~= provided for in Section 7°%.%02(c)
Dispensing of Class 1I liquids into the fuel tanks of
hicl from = zpproved aboveground fuel
i spensing system for prlvate nor.-retail use when in
fornanc wd sl O 1
5.20.410 Section 7%.9172 ADDEO DISPENSING INTO FUEL
TANKS OF MOTOR VEHICLES
FROM ABOVEGROUND TANKS
- . " £ Fire e 661 Edition" adopted
E: :éng = = C =(2‘,=17_"'r\—a
TANK CONSTRUCTION



Tanks shall be built tc m
inc. Standard fcr Steel 2!
and 'Combustible Liquids.,:

Tanks shal! he cecure
o protected steel .

foundations of concrete

designed to minim:
of the tank.

Steel supports for tanks shall have a Ffire resistzance
1id

rating of not less thar twe hours,
steel saddles need -~ bhe protecte
inches at their lowest point.

rnw

d

21 Concrete masonry
shzll rest on

except that so

if less than 12

wekb

Design of supports shall be i~ accordance with Secticonr

79.505(3) of the Uniform Fire Code.;

t

2e%1 Edition

he "Iniform 7i-

Normal venting =0 emergency ventinc shall meet al
requirements of qecbicr
Code: 199> Edition"
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ELECTRICAL
Tlectrical controls shall meet al
Section 79,9031 of the "Uniform Fi

1 reguirements of
ire Code, 1991 Edition"

DISPENSINCG SYSTEMS

Tispensing systems shall not be by gravity feed and shall
he designed to limit the guantity dispensed to 150
gallons each activation of the dispensing system

Dispensine pumps shall be installed at the top of the
tanks.

2 mormally closgsed solenoid valve ig8 to be installed on
the out’et cf the dispensing pump. This valve is to be
electrically wired so that it will open when the pump is

operating.

Dispensing devices shall conform to Section 7%2-%03e of
the "Uniform Fire Code, 1991 Edition"

Eachk pump shall have installed on the discharge an-
zpproved leak-detection device which will provide an
indication if the piping and dispensers are not
esaentially liguid tight.

Protection zgainst physical damage shall be provided as
reqgquired by the Fire Chief

e tested as provided in Section 79.7C8

extinguishers with a minimum classification
11 be provided and so located that it will
be not more thaen 75 feet from anv pump.

king, and requiring the
oprerations shall he

-
] O
o]

The grade of the land shall be such that a fuel spill

will not drzin to 2 storm drain, building or other

eXposSure

The sysztem site shall ke provided with a fire alarm

transmitting device Such a device mav be z telephone

not reguiring = coin to operate

420 SECTION 7¢.1401(b) ADDED FLAMMABLE LIQUID BULEK
PLANT

or. 79.14C1h of the Fire Code, 1951 Edition" adopted

ction 15.20.020 is rezd ze follows

New hull plants for flammable or combustible liguids are



prohibited in the entire city except in the area zoned M-2
such zene is defined in the zoninc regulations of the

A £ T -
H,‘ oL '_‘Qd_:

15.20.430 SECTION 82.104(b) LIMITS LIQUID PETROLEUM GAS
STORAGE LIMITS

The limits referred to in Section 22.104: of the ""Uniform
rire Code 19%: Edition” adort by Section 15.20.010 in
rh the storage of liguified petroleum gas is prohibited
is the entire city except areas :zecned M-2 as such zone is
Aefined in the zoning reg :ztions of the City of Lodi

£.20.440 APPENDIX 1-A, AMENDED EFFECTIVE DATE
SECTION 1(b}

= 7-2, Section 1l of the "Uniform Fire Code, 1991 Edition™
adopted by Section 1%.20.01C 1s amended to read as follows:

Within ©0 days from the date of written notification to the
~uildine cwner and occupant recuiring compliance of this

srpendiz, nlans fgr -ompliance =211 he submitted and
approved, and within 12 mornths thereafter the work shall be
completed or the build:nc shall he vacated until made to
conform.

15.20.450 APPENDIX T-2 ADDED EXIT ILLUMINATION

SECTION 2(f£)
Appendix I-A. Section 2{%f) of the "unifcrm Fire Code, 1921
cion' azdopted by Section 15.20.010 is added to read as
o owe

Exit 111 inztion shall he srovided as reguired by the
uw1d|ng 'lode.
Sectiocn 2. 11 ordinances z2nd parts of ordinances in
Tligt Werewith are repezled insofar as such conflict map
Section 4. Thi rdinance shzll he published one time in
"Tadd Newe Sentine! " & newspaner of general civeulation
and pub! i=hed in the ¢ity of Lodi and shall be in force
‘._C ;Efg_‘,. - 1. N .__,:.., r i - I\T - ".‘_'"“(‘:'h

Approved t 2lst day of _April 89z
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<Eé}*: Phllllp A. Pennino
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Jghnifeff Perrin
City Clerk
o C forn

I, Jennifer Perrin, City Clerk of the City
hereby certifyv that Ordinance No. 1572 Was
regular meeting of the Cityv Council of the
held Aprsl 7, 1993 , and was hereaFter

and ordered *to print at

= ¥ )
_April 21, 1993 , by ;he following vot

Aves: Counci] Members - Davenport, Mann, Sieglock, Snider,
and Pennino (Mayor)

Noeg: Council! Members - None

Absent: Council! Members - None

Bbstain: Council Members - None

T further certify that Ordinance No. 1572 was approved
signed by the Mayor on the date of itz passage and the
has been published pursuant to law.
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